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LIFT
3.31X2.10

DN

MACHINE ROOM

MAIN STAIRCASE
MUMTY

FIRE STAIRCASE
MUMTY

UP

TERRACE FLOOR PLAN (ACADEMIC BLOCK)
X

X

WATER TANK
3.35X6.00 X1.50
10000 LT. - FIRE

20000 LT. -DOMESTIC

UP

electrical main panel
below staircase landing

STORE
6.5 SQ.MT.

RECEPTION&WAITING
5.54X6.23

31.46 SQ.M.
PRINCIPAL OFFICE

5.55X6.11
33.91 SQ.M.

ACEPTIC ROOM
4.09X6.11

25.00 SQ.M.

OFFICE (ALL)
170.97 SQ.MT.

CENTRAL STORE
5.44X6.23

33.87 SQ.M.

LIFT
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14.78 X 6.11
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LADIES TOILET
(FACULTY/COMMON)

3.28X1.99
6.52 SQ.M.

LADIES TOILET
(STUDENTS)
4.59X3.49

16.01 SQ.M.

W.C W.C W.C

W.C

W.C

1.20 MT
WIDE

 PASSGE

JANITOR
CLOSET

HANDICAP TOILET
2.20X1.50
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SERVICE LEGEND
SYMBOL DESCRIPTIONNO

1
2

3

4

5

M.H. MAIN HOLE

6

BORE WELL

GARBAGE
AREA GARBAGE AREA

WATER PIPE LINE

ELECTRICAL LINE

TELEPHONE LINE

RAIN WATER
HARWASTING7 RAIN WATER HARWASTING

R.W.P. RAIN WATER PIPE8

FIRE HOSE CABINET

FIRE LEGEND

FIRE EXTINGUSHER (DCP 5.0KG)

MANUAL CALL POINT

HOOTER

SYMBOL DESCRIPTIONNO

1

2

3

4

5
6

M.C.P

H

FIRE EXTINGUSHER (CO2 4.5KG)

SPRINKLER RISER

7 FIRE HYDRENT

8 WET RISER

INSPECTION CHAMBER9 I.C

TRANFORMAR9 T.F.

CHARCOAL
CHAMBER

SETTLING
CHAMBER

SEDEMEN.
CHAMBER

200mm Ø Deep Well
Boring

CHARCOAL
CHAMBER

SEDEMEN.
CHAMBER

SETTLING
CHAMBER

INLET

INLET
CHAMBER

PLAN

SECTION

DETAIL  OF RAIN WATER
HARVESTING SYSTEM

150mm Ø
  PIPE

VENT
PIPE

200mm Ø
Deep Well
Boring

filter
device

GR. LEVELGR. LEVEL

(NOT TO SCALE)

1 Bar screen pit 1 0.3x1.3x0.2 m SWD RCC
2 Oil & grease trap 1 1.20x2.40x1.20 m SWD RCC
3 Receving sump 1 2.90x2.40x1.20 m SWD RCC
4 Chlorine contact tank 1 090x3.40x0.90 m SWD RCC
5 Sludge Drying Bed 3 4.70m X4.70m BW
6 Foundations for all the unit RCC

SR.
NO. ITEM QTY. SIZE MOC

1 Bar screen pit 1 RCC
2 Oil & grease trap 1 1.20x2.40x1.20 m SWD RCC
3 Receving sump 1 2.90x2.40x1.20 m SWD RCC
4 Chlorine contact tank 1 090x3.40x0.90 m SWD RCC
5 Sludge Drying Bed 3 4.70m X4.70m BW
6 Foundations for all the unit RCC

STP (100Mį/DAY)COMPRISING OF FOLLOWING:-

M.H.

DETAIL OF SEWAGE TREATMENT PLANT(S.T.P.)

WATER
BOOSTER
PUMP

OVER HEAD
WATER TANK
CAPECITY=100000.00 LT.

O.H. TANK OVER MUMTY
(NOT TO SCALE)

SCHEME DIAGRAM OF FIRE
FIGHTING ARRANGEMENTS

0.9 MTWO WAY FIRE
HYDRANT INLET

100 mm
wet riser

FIRE  STAIRS

AIR RELEASE
VALVE

DE-SILTING CHAMBER

LANDSCAPE DETAILS

GRATING OR AS PER 
WITH REMOVABLE 

ARCHITECTURAL/ 

COVER (TYPICAL)
560Ø MANHOLE

PVC ENCAPSULATED
FOOT REST

FOOT REST @300 C/C
PVC ENCAPSULATED 

250mm DIA BORE

SITE CONDITIONS
TO BE TERMINATED AS PER
100mm DIA C.I VENT PIPE

COVER AND FRAME
 LOCAL SITE CONDITION

FOOT REST @300 C/C

CATCH BASIN WITH SILT
SPACE FOR DE-SILTING

GRATING OF MIN. SIZE WITH
16 mm SQ. BARS & FRAME
@ 20 mm CLEAR SPACING
FIXED AT THE MOUTH OF PIPE
AS PER SITE CONDITION

EFF. DEPTH (D)

4.5 M.

DIA

BOTTOM OF THE WELL

SLOTTED U.P.V.C PIPE WITH MIN. 45M DEPTH

FILLING OF ROUNDED 
PEA GRAVEL DULY WASHED

A MINIMUM DEPTH 45M.
150Ø SLOTTED PIPE WITH 

250mm DIA BORE WITH 150mm DIA 

750mm
(MIN.)

LOOSE BOULDERS / STONE 
 BALLAST SIZE VARYING

FROM 12mm TO 40mm 

CEMENT CONC. 1:2:4

FOOT REST @ 300mm C/C 
P.V.C ENCAPSULATED 

500mm C/C TO BE PROVIDED
100mm DIA WEEP HOLES @

1200mm ABOVE THE 

AS PER STRUCTURAL DESIGN
WORK WITH PROPER FOUNDATION

REQUIREMENT

BRICK MASONRY / R.C.C. 

OVER FLOW PIPE TO OUT
CATCH BASIN / WATER BODY 
AS PER SITE

PVC ENCAPSULATED 560mm DIA C.I.MANHOLE 
STRUCTURAL REQUIREMENT WITH
SLAB AS PER ARCHITECTURAL / 

( THE DIMENSION MAY CHANGE AS/ SITE CONDITION)

4.5 M.
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RISER = 150 MM
WIDTH = 1500 MM
F TO F HEIGHT = 3600 MM
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RISER = 150 MM
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TERRACE MUMTY

MACHINE ROOM

CORRIODOR

CORRIODOR

CORRIODORPORCH

0.6
0

3.6
0

3.6
0

3.6
0

3.6
0

1.2
0

4.2
0

0.1
5

2.5
5

INTERNAL PLOT LVL
±00

PLINTH LVL

FIRST FLOOR LVL

SECOND FLOOR LVL

THIRD FLOOR LVL

TERRACE FLOOR LVL
BEAM IN ELEVATION

67

68

69

70

71

SECTION AT X-X
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UP

LAB-4 WITH
ACEPTIC  ROOM

14.08X6.12
87.71 SQ.M.

MACHINE ROOM
16.58X6.12

101.35 SQ.M.

2.00 MT. WIDE CORRIDOR2.00 MT. WIDE CORRIDOR
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BOYS COMMON ROOM
17.86X5.63

100.52 SQ.M. SEMINAR HALL
14.08X9.55

134.46 SQ.M.
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LAB 5
12.28X6.11

75.05 SQ.M.

EXAMINATION CONTROL
OFFICE

4.92X6.12
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MAINTENANCE
3.35X2.82
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PANTRY
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